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NEUTRAL GROUND LUG DETAIL B

See legend below
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120, 240 or 480 volt circuit
breaker in accordance with
service point voltage rating.
circuit breaker to be set for

rated load.
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Ground rod é” x 8-0

BREAKER BOX WIRING DETAIL

Luminaires
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Alternate connections to balance load.
(For connection to 120 V. or 240 V. phase to neutral)
LUMINAIRE WIRING DETAIL
GENERAL NOTES
1

Breaker panel wiring to be used with bridge bracket sign

illumination, or when lighting overhead sign is not a
roadway lighting system.

Oxidation inhibitor shall be liberally applied to all
surfaces that mate with a dissimilar material
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